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CDC / Vessel Sanitation Program 
1850 Eller Drive- Suite 101 
Ft. Lauderdale, Fl 33316 
USA. 
 
The following Actions have been taken to correct each of the deficiencies noted during the 
inspection of the SS NORWAY on Sunday the 17th of November 2002 at the port of Miami. 
 
 

Item 

# 
Point 
Value 

Area Deficiency Corrective Action 

33    1 Food Service General  Decks, Bulkheads and Deckheads contained holes, 
open seams, exposed wiring and piping, painted 
surfaces cracked and broken deck tiles and other 
non-easily cleanable features. 

Ongoing maintenance. 

     21    1 Food Service Genera Non-food contact surfaces of equipment such as 
grills, fryers, refrigerators and cabinets contained 
holes, gaps, exposed wiring and piping and other 
non-easily cleanable features. 

Ongoing maintenance. 

37    1     Main Galley Leeward 
Glass washer 

Heavy condensation buildup was noted on the 
deckhead over the clean end area of the glass 
washer 

Exhausted ventilation has been improved.  

20    2  Food Service General                        
                                  

The majority of the cutting boards in the main galley, 
crew galley and provisions were heavily scratched 
and pitted. 

All worn cutting boards have been replaced 

*    0 Main Galley Bakery The large wooden cutting board should be replaced 
with a durable board that is easily cleanable. 

New teflon board has been ordered. 

41    0  Child Care Center  A child size toilet seat was not available at the time 
of the inspection. 

Child size toilet seat has been purchased 
and is now available. 

20    2  Lido-Galley             The cutting boards were severely pitted and 
scratched.  

All worn cutting boards have been replaced 

22    0 Lido-Dishwash                The Ecolab detergent system did not appear to be 
functioning properly. 

Ecolab technician was notified and the 
detergent system is now functioning 
properly. 

     21    1    Lido-Buffet Service Line   Several of the gaskets on the under counter reach-in 
refrigerators were stained and loose. 

New gaskets have been fitted.  

08    0 Potable Water The current backflow preventer on the shore side 
connections are not the appropriate devices. These 
backflow devices should have an intermittent vent 
between the two chambers. 

New backflow preventer on urgent order. 
Req. number 0520213540. 

08    0 Salon – Steam Shower 
Room  

There was no backflow preventer on the shower 
hose. 

Backflow preventer has been installed. 

07    0 Potable Water Some of the potable water tanks have had salinity 
meters installed within them. There are some that do 
not. Still unsure of the status of the variance for the 
skin tanks. (Tanks: 114, 113, 97, 98, 95, 96.) 

Tanks 95, 96, 97, 98, 114 have been fitted 
with salinity meters. 
Tank 113, in progress, awaiting spare-
parts. 

 
 
     
 


